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	українською:
	Розглянуто питання показників надійності елемента системи електропостачання та описано три фази з різними закономірностями зміни інтенсивності відмов. Проведено розподіл приймачів за пунктами живлення. Здійснено вибір внутрішньої схеми електропостачання. Розраховано повну розрахункову потужність цеху з урахуванням освітлення. Проведено вибір апаратів захисту і січень ліній. Запропоновано до встановлення однотрансформаторну підстанцію. Побудовано епюру відхилення напруги. Проведено розрахунок струмів короткого замикання у мережі до 1000 В. Побудована карта селективності дії апаратів захисту. Здійснено перевірку цехової мережі з умови спрацювання від однофазного короткого замикання.

	англійською:
	The issues of reliability indicators of the power supply system element are considered and three phases with different regularities of change of failure intensity are described. The distribution of receivers by power points is carried out. The choice of the internal scheme of power supply is made. The full estimated capacity of the shop is calculated taking into account the lighting. The choice of protection devices and January lines is made. A single-transformer substation is proposed for installation. A plot of voltage deviation is constructed. The calculation of short-circuit currents in the network up to 1000 V. The map of selectivity of action of protection devices is constructed. The shop network was inspected for single-phase short-circuit operation.



