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	українською:
	Проведено аналіз способів підвищення надійності системи електропостачання. Проведено аналіз споживачів електроенергії згідно надійності системи електропостачання, що дало змогу провести вибір числа та потужності трансформаторів. Проведено визначення розрахункового навантаження по цехах і в цілому по інституту, що склало 17 МВА. Обґрунтовано вибір компенсуючих пристроїв, з врахуванням яких повне розрахункове навантаження склало 14,6 МВА. Проведено вибір напруги лінії живлення 35 кВ і напруги розподільчих мереж 10 кВ. Побудовано картограму навантажень, що дало змогу визначити центр електричних навантажень інституту. Обґрунтовано вибір трансформаторів головної та центральної трансформаторній підстанціях, враховуючи встановлені компенсуючі пристрої. Складено три варіанти схем, що дало змогу забезпечити надійну систему електропостачання інституту. Проведено вибір перерізу проводів лінії живлення, вибір перерізу і марки кабельних ліній. Проведено розрахунок струмів короткого замикання, що дало змогу здійснити вибір апаратів та струмоведучих частин підстанції.

	англійською:
	An analysis of ways to increase the reliability of the power supply system was carried out. An analysis of electricity consumers was carried out according to the reliability of the electricity supply system, which made it possible to select the number and power of transformers. The estimated load was determined for the workshops and for the institute as a whole, which amounted to 17 MVA. The choice of compensating devices is substantiated, taking into account the full design load was 14.6 MVA. The power line voltage of 35 kV and distribution network voltage of 10 kV were selected. A cartogram of loads was built, which made it possible to determine the center of electrical loads of the institute. The choice of transformers of the main and central transformer substations is justified, taking into account the installed compensating devices. Three variants of schemes were drawn up, which made it possible to ensure a reliable power supply system of the institute. Selection of the cross-section of power line wires, selection of cross-section and brand of cable lines. Calculation of short-circuit currents was carried out, which made it possible to select devices and current-carrying parts of the substation.



